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must monitor and record your fuel 
usage daily with separate fuel meters 
to measure the volumetric flow rate of 
each fuel. In addition, you must oper-
ate your stationary RICE in a manner 
which reasonably minimizes HAP emis-
sions. 

(d) If you are operating a new or re-
constructed emergency 4SLB sta-
tionary RICE with a site rating of 
greater than or equal to 250 and less 
than or equal to 500 brake HP located 
at a major source of HAP emissions, 
you must install a non-resettable hour 
meter prior to the startup of the en-
gine. 

[69 FR 33506, June 15, 2004, as amended at 73 
FR 3606, Jan. 18, 2008] 

§ 63.6630 How do I demonstrate initial 
compliance with the emission limi-
tations and operating limitations? 

(a) You must demonstrate initial 
compliance with each emission and op-
erating limitation that applies to you 
according to Table 5 of this subpart. 

(b) During the initial performance 
test, you must establish each operating 
limitation in Tables 1b and 2b of this 
subpart that applies to you. 

(c) You must submit the Notification 
of Compliance Status containing the 
results of the initial compliance dem-
onstration according to the require-
ments in § 63.6645. 

CONTINUOUS COMPLIANCE REQUIREMENTS 

§ 63.6635 How do I monitor and collect 
data to demonstrate continuous 
compliance? 

(a) If you must comply with emission 
and operating limitations, you must 
monitor and collect data according to 
this section. 

(b) Except for monitor malfunctions, 
associated repairs, and required quality 
assurance or control activities (includ-
ing, as applicable, calibration checks 
and required zero and span adjust-
ments), you must monitor continu-
ously at all times that the stationary 
RICE is operating. 

(c) You may not use data recorded 
during monitoring malfunctions, asso-
ciated repairs, and required quality as-
surance or control activities in data 
averages and calculations used to re-
port emission or operating levels. You 

must, however, use all the valid data 
collected during all other periods. 

§ 63.6640 How do I demonstrate con-
tinuous compliance with the emis-
sion limitations and operating limi-
tations? 

(a) You must demonstrate contin-
uous compliance with each emission 
limitation and operating limitation in 
Tables 1a and 1b and Tables 2a and 2b 
of this subpart that apply to you ac-
cording to methods specified in Table 6 
of this subpart. 

(b) You must report each instance in 
which you did not meet each emission 
limitation or operating limitation in 
Tables 1a and 1b and Tables 2a and 2b 
of this subpart that apply to you. 
These instances are deviations from 
the emission and operating limitations 
in this subpart. These deviations must 
be reported according to the require-
ments in § 63.6650. If you change your 
catalyst, you must reestablish the val-
ues of the operating parameters meas-
ured during the initial performance 
test. When you reestablish the values 
of your operating parameters, you 
must also conduct a performance test 
to demonstrate that you are meeting 
the required emission limitation appli-
cable to your stationary RICE. 

(c) [Reserved] 
(d) Consistent with §§ 63.6(e) and 

63.7(e)(1), deviations from the emission 
or operating limitations that occur 
during a period of startup, shutdown, 
or malfunction are not violations if 
you demonstrate to the Administra-
tor’s satisfaction that you were oper-
ating in accordance with § 63.6(e)(1). 
For new, reconstructed, and rebuilt 
stationary RICE, deviations from the 
emission or operating limitations that 
occur during the first 200 hours of oper-
ation from engine startup (engine 
burn-in period) are not violations. 

Rebuilt stationary RICE means a sta-
tionary RICE that has been rebuilt as 
that term is defined in 40 CFR § 94.11(a). 

(e) You must also report each in-
stance in which you did not meet the 
requirements in Table 8 to this subpart 
that apply to you. If you own or oper-
ate any stationary RICE with a site 
rating of less than or equal to 500 brake 
HP located at a major source of HAP 
emissions (except new or reconstructed 
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4SLB engines greater than or equal to 
250 and less than or equal to 500 brake 
HP), a stationary RICE located at an 
area source of HAP emissions, or any 
of the following RICE with a site rat-
ing of more than 500 brake HP located 
at a major source of HAP emissions, 
you do not need to comply with the re-
quirements in Table 8 to this subpart: 
An existing 2SLB stationary RICE, an 
existing 4SLB stationary RICE, an ex-
isting CI stationary RICE, an existing 
emergency stationary RICE, an exist-
ing limited use emergency stationary 
RICE, or an existing stationary RICE 
which fires landfill gas or digester gas 
equivalent to 10 percent or more of the 
gross heat input on an annual basis. If 
you own or operate any of the fol-
lowing RICE with a site rating of more 
than 500 brake HP located at a major 
source of HAP emissions, you do not 
need to comply with the requirements 
in Table 8 to this subpart, except for 
the initial notification requirements: a 
new or reconstructed stationary RICE 
that combusts landfill gas or digester 
gas equivalent to 10 percent or more of 
the gross heat input on an annual 
basis, a new or reconstructed emer-
gency stationary RICE, or a new or re-
constructed limited use stationary 
RICE. 

[69 FR 33506, June 15, 2004, as amended at 71 
FR 20467, Apr. 20, 2006; 73 FR 3606, Jan. 18, 
2008] 

NOTIFICATIONS, REPORTS, AND RECORDS 

§ 63.6645 What notifications must I 
submit and when? 

(a) If you own or operate a stationary 
RICE with a site rating of more than 
500 brake HP located at a major source 
of HAP emissions or a new or recon-
structed 4SLB stationary RICE with a 
site rating of greater than or equal to 
250 HP located at a major source of 
HAP emissions, you must submit all of 
the notifications in §§ 63.7(b) and (c), 
63.8(e), (f)(4) and (f)(6), 63.9(b) through 
(e), and (g) and (h) that apply to you by 
the dates specified. 

(b) As specified in § 63.9(b)(2), if you 
start up your stationary RICE with a 
site rating of more than 500 brake HP 
located at a major source of HAP emis-
sions before the effective date of this 
subpart, you must submit an Initial 

Notification not later than December 
13, 2004. 

(c) If you start up your new or recon-
structed stationary RICE with a site 
rating of more than 500 brake HP lo-
cated at a major source of HAP emis-
sions on or after August 16, 2004, you 
must submit an Initial Notification not 
later than 120 days after you become 
subject to this subpart. 

(d) As specified in § 63.9(b)(2), if you 
start up your stationary RICE with a 
site rating of equal to or less than 500 
brake HP located at a major source of 
HAP emissions before the effective 
date of this subpart and you are re-
quired to submit an initial notifica-
tion, you must submit an Initial Noti-
fication not later than July 16, 2008. 

(e) If you start up your new or recon-
structed stationary RICE with a site 
rating of equal to or less than 500 brake 
HP located at a major source of HAP 
emissions on or after March 18, 2008 
and you are required to submit an ini-
tial notification, you must submit an 
Initial Notification not later than 120 
days after you become subject to this 
subpart. 

(f) If you are required to submit an 
Initial Notification but are otherwise 
not affected by the requirements of 
this subpart, in accordance with 
§ 63.6590(b), your notification should in-
clude the information in § 63.9(b)(2)(i) 
through (v), and a statement that your 
stationary RICE has no additional re-
quirements and explain the basis of the 
exclusion (for example, that it operates 
exclusively as an emergency stationary 
RICE if it has a site rating of more 
than 500 brake HP located at a major 
source of HAP emissions). 

(g) If you are required to conduct a 
performance test, you must submit a 
Notification of Intent to conduct a per-
formance test at least 60 days before 
the performance test is scheduled to 
begin as required in § 63.7(b)(1). 

(h) If you are required to conduct a 
performance test or other initial com-
pliance demonstration as specified in 
Tables 4 and 5 to this subpart, you 
must submit a Notification of Compli-
ance Status according to § 63.9(h)(2)(ii). 

(1) For each initial compliance dem-
onstration required in Table 5 to this 
subpart that does not include a per-
formance test, you must submit the 
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